
Arsenic Treatment Plant Schematic
Adsorbtion Process 

(Granular Iron Media)
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Granular Iron Media (38" deep)
Severn Trent - Bayoxide E33Severn Trent Bayoxide E33
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Groundwater Well

Sodium Hypochlorite
Raw Water (oxidizer & disifectant) Raw Water
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Filtered Water

By-Pass System Filter VesselsBy Pass System
Flow Control  

(12-ft Diameter)

Media Prep-Water
WasteWaste Pressure Diff.l Pressure Diff.

Transducer Existing MVWD
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