
 

 
 

 

FACTSHEET 

(pursuant to NAC 445A.236) 

Permittee Name: NV ENERGY  

PO BOX 10100  

RENO, NV - 895200024 

  

Permit Number: NV0024201 - [New] 
  

Location: NV ENERGY, WASHOE 

  6100 NEIL ROAD, RENO, NV - 89511 

LATITUDE: 39.468632, LONGITUDE: -119.782134 

TOWNSHIP: T19N, RANGE: R20E, SECTION: S31 
  

Outfall / 
Well Num

Outfall / Well 
Name

Location 
Type

Well 
Log 
Num

Outfall 
City

Outfall 
State

Outfall 
Zip

Outfall 
County

Latitude Longitude
Receiving 

Water

1SW STATEWIDE Sum 
RENO-
SPARKS 

NV 89800 OTHER 40 -117 ALL 

E01 EAST REGION 
External 
Outfall 

ELKO NV 89801 ELKO 40 -117.50 
HUMBOLDT 
RIVER 

S01 
SOUTH REGION -
NON OIL-FILLED 

External 
Outfall 

LAS 
VEGAS  

NV 89150 CLARK 36 -115.20 
LAS VEGAS 
WASH 

S02 
SOUTH REGION -
OIL-FILLED 

External 
Outfall 

LAS 
VEGAS  

NV 89150 CLARK 36 -115.20 
LAS VEGAS 
WASH 

W01 
WEST REGION -
NON OIL-FILLED 

External 
Outfall 

RENO-
SPARKS 

NV 89520 WASHOE 39.30 -119.50 
TRUCKEE & 
CARSON RIVERS 

W02 
WEST REGION -
OIL-FILLED 

External 
Outfall 

CARSON 
CITY 

NV 89701 
CARSON 
CITY 

39.45 -119.75 
TRUCKEE & 
CARSON RIVERS 

 

General: 
NV Energy’s service territory encompasses 44,000 square miles which provides electricity to 2.4 million customers. NV Energy owns, operates, and
maintains approximately 28,000 underground electric utility vaults within this service territory. The underground vaults potentially or occasionally accumulate
water from subterranean seepage, surface water and snow melt, storm water, or water present as a result of inclement weather. During routine and
emergency situations the vaults must be maintained to provide reliable electrical service to customers. In order for NV Energy personnel to repair or replace
equipment standing water must be removed from the affected vaults.  
 
NV Energy conducts approximately 75 system-wide discharge events from vault maintenance annually. On average the amount of water discharged from a
vault is 1500-2000 gallons. Based upon this calculation, the annual amount of water discharged to waters of the state is estimated at 150,000 gallons. This
estimated volume from each vault will vary based upon location within the identified regions and precipitation and snow melt in a given year. The maximum
daily discharge will be permitted at 200,000 gallons per day to cover worst-case scenarios.  
  
There are no established facility locations for the purposes of this permit. To manage this number of vaults, NV Energy has divided the service territory into
three regions (West Region, East Region, and the South Region). Based upon planned and unplanned vault maintenance activities, discharges may be
required in any of the vaults indentified within NV Energy’s three identified regions are listed as follows  

  

Discharge Characteristics: 
The quality of the discharged water within NV Energy’s vaults is considered high and is not expected to degrade waters of the state. Any vault water visibly
contaminated with oil or other contaminants will be prohibited from discharge. BMPs will be in place when discharging uncontaminated waters to nearby
storm drains. The BMPs will be required in any discharge event to minimize erosion, sediment transport and water quality degradation.
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Receiving Water: 
Receiving waters vary be region.  The West Region includes the Carson River and the Truckee River.  The East Region includes the Humboldt River.  The
South Region includes the Las Vegas Wash.

  

Summary of Changes From Previous Permit: 

N/A

 

Proposed Effluent Limitations: 
Specific sampling requirements are listed below in Tables 2-7, including frequency and location of sampling. The Permittee is authorized to discharge groundwater and
surface water to waters of the State from planned and unplanned vault maintenance dewatering activities. Discharges shall be routed and handled to prevent water
quality degradation, sediment transport and soil erosion to the extent practicable, in accordance with the plans and information submitted to NDEP. The most stringent of
the water quality Requirements to Maintain Higher Existing Quality (RMHQ), and Beneficial Use Standards specified in the NAC regulations for each of the specific
receiving water bodies shall be met. There is no method for distinguishing in which reach/section some discharges may occur.  
 
Table 2 outlines the State-wide discharges to be reported on DMR #1. Tables 3-7 cover the regional discharge monitoring and reporting requirements. Table 8 contains
the table definitions and foot note explanations.  
 
Discharge shall be limited and monitored by the Permittee as specified in Tables 2-7 below.  
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Discharge Limitations Table for Sample Location 1Sw (Sum) To Be Reported Quarterly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Flow rate[1]
 

Daily 
Maximum 

<= 0.20 
Million 
Gallons 
per Day 
(Mgal/d) 

Effluent 
Gross 

1SW 

Daily When 
Discharging
[1]

 

ESTIMA 

Flow, total [1]
 

Cumulative 
Total 

M&R 
Million 
Gallons 
(Mgal) 

Effluent 
Gross 

1SW 

Daily When 
Discharging
[1]

 

CALCTD 

Notes (Discharge Limitations Table): 

   
1. Monitor & report the total maximum daily discharge rate (from all types of vaults, in all Regions, on a given day), total volume discharged from all

vaults during a quarter, and number of discharge events for a quarter, if discharge occurs.  Report on quarterly DMR forms.  If no discharge occurs

during a quarter, note "No Discharge" on DMR form. 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Monthly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Flow rate[1]
 

Daily 
Maximum 

<= 150 
Gallons 
per Minute 
(gal/min) 

Effluent 
Gross 

E01 
Daily When 
Discharging 

ESTIMA 

Flow, total [1]
 

Monthly 
Total 

M&R 
Million 
Gallons 
(Mgal) 

Effluent 
Gross 

E01 
Daily When 
Discharging 

CALCTD 

Notes (Discharge Limitations Table): 

   
1. Monitor & report the maximum daily discharge rate during a calendar month (from all vaults of this type within a particular region), total volume

discharged from all regional-specific vaults during a calendar month, and the number of regional-specific discharge events for a calendar month, if
discharge occurs.  Report the results on monthly DMR forms and submit the 3 reports quarterly.  If no discharge occurs during a calendar month,

note "No Discharge" on DMR form. 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,2,4-Trichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

1,2-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,2-Diphenylhydrazine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

1,3-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,4-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

2,4-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2,6-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2-Chloronaphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

3,3-Dichlorobenzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

4-Bromophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

4-Chlorophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Acenaphthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Acenaphthylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Benzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Benzo(a)anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Benzo(a)pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Benzo(b)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Benzo(ghi)perylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Benzo(k)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Bis(2-chloroethoxy)
methane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Bis(2-chloroethyl) ether 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Bis(2-chloroisopropyl) 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Bis(2-ethylhexyl) 
phthalate 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Butyl benzyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Chrysene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Dibenzo(a,h)
anthracene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Diethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Dimethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Di-n-butyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Di-n-octyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Fluorene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

E01 Annual COMPOS 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Hexachlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Hexachlorobutadiene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Hexachlorocyclopentad
iene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Hexachloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Indeno(1,2,3-cd)
pyrene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Isophorone 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Naphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Nitrobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

N-
Nitrosodimethylamine 
(NDMA) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

N-Nitrosodi-N-
propylamine 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

N-
Nitrosodiphenylamine 

Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Phenanthrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

1,1,1-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,1,2,2-
Tetrachloroethane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,1,2-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,1-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,1-Dichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,2-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

1,2-Dichloropropane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

trans-1,2-
Dichloroethylene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,3-Dichloropropene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

2-Chloroethyl vinyl 
ether, (mixed) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Acrolein 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Acrylonitrile 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Benzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Bromoform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Carbon tetrachloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Chlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Chloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Chloroform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Dibromochloromethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Dichlorobromomethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Ethylbenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Methyl bromide 
(Bromomethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Methyl chloride 
(Chloromethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Methylene chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Tetrachloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Toluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Trichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

Vinyl chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual DISCRT 

4,4-DDD 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

4,4-DDE 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

4,4-DDT 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Aldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

.alpha.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

.alpha.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

.beta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

.beta.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Chlordane (tech mix. 
and metabolites) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

.delta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Dieldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Endosulfan sulfate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Endrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

E01 Annual COMPOS 

FACT SHEET
NV0024201

                                             901 S. Stewart Street, Suite 4001 • Carson City, Nevada 897015249 • p: 775.687.4670 • f: 775.687.5856 • ndep.nv.gov Page  12 / 72



Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Endrin aldehyde 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

.gamma.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Heptachlor 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Heptachlor epoxide 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

PCB-1016 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

PCB-1221 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

PCB-1232 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

PCB-1242 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

PCB-1248 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

PCB-1254 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

PCB-1260 
Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Toxaphene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2,4,6-Trichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2,4-Dichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2,4-Dimethylphenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2,4-Dinitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2-Chlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2-Methyl-4,6-
dinitrophenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

4-Chloro-3-
methylphenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

4-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Pentachlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Phenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Antimony, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Arsenic, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Beryllium, total 
recoverable (as Be) 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Cadmium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Chromium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Copper, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Lead, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Mercury, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Nickel, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 
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Discharge Limitations Table for Sample Location E01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

 

Selenium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Silver total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Thallium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Zinc, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

E01 Annual COMPOS 

2,3,7,8-
Tetrachlorodibenzo-p-
dioxin 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 

Asbestos 
Daily 
Maximum 

M&R Fibers 
per Milliliter 
(Fib/mL) 

Effluent 
Gross 

E01 Annual COMPOS 

Cyanide, total (as CN) 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

E01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Monthly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Flow rate[1]
 

Daily 
Maximum 

<= 150 
Gallons 
per Minute 
(gal/min) 

Effluent 
Gross 

S01 
Daily When 
Discharging 

ESTIMA 

Flow, total [1]
 

Monthly 
Total 

M&R 
Million 
Gallons 
(Mgal) 

Effluent 
Gross 

S01 
Daily When 
Discharging 

CALCTD 

Notes (Discharge Limitations Table): 

   
1. Monitor & report the maximum daily discharge rate during a calendar month (from all vaults of this type within a particular region), total volume

discharged from all regional-specific vaults during a calendar month, and the number of regional-specific discharge events for a calendar month, if
discharge occurs. Report the results on monthly DMR forms and submit the 3 reports quarterly. If no discharge occurs during a calendar month,

note "No Discharge" on DMR form. 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,2,4-Trichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

1,2-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,2-Diphenylhydrazine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

1,3-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,4-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

2,4-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2,6-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2-Chloronaphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

3,3-Dichlorobenzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

4-Bromophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

4-Chlorophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Acenaphthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Acenaphthylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Benzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Benzo(a)anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Benzo(a)pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Benzo(b)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Benzo(ghi)perylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Benzo(k)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Bis(2-chloroethoxy)
methane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Bis(2-chloroethyl) ether 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Bis(2-chloroisopropyl) 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Bis(2-ethylhexyl) 
phthalate 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Butyl benzyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Chrysene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Dibenzo(a,h)
anthracene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Diethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Dimethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Di-n-butyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Di-n-octyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Fluorene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Hexachlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Hexachlorobutadiene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Hexachlorocyclopentad
iene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Hexachloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Indeno(1,2,3-cd)
pyrene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Isophorone 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Naphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Nitrobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

N-
Nitrosodimethylamine 
(NDMA) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

N-Nitrosodi-N-
propylamine 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

N-
Nitrosodiphenylamine 

Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Phenanthrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

1,1,1-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,1,2,2-
Tetrachloroethane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,1,2-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,1-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,1-Dichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,2-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

1,2-Dichloropropane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

trans-1,2-
Dichloroethylene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,3-Dichloropropene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

2-Chloroethyl vinyl 
ether, (mixed) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Acrolein 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Acrylonitrile 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Benzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Bromoform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Carbon tetrachloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Chlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Chloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Chloroform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Dibromochloromethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Dichlorobromomethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Ethylbenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Methyl bromide 
(Bromomethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Methyl chloride 
(Chloromethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Methylene chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Tetrachloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Toluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Trichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

Vinyl chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual DISCRT 

4,4-DDD 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

4,4-DDE 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

4,4-DDT 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Aldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

.alpha.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

.alpha.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

.beta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

.beta.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Chlordane (tech mix. 
and metabolites) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

.delta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Dieldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Endosulfan sulfate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Endrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Endrin aldehyde 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

.gamma.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Heptachlor 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Heptachlor epoxide 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

PCB-1016 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

PCB-1221 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

PCB-1232 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

PCB-1242 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

PCB-1248 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

PCB-1254 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

PCB-1260 
Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Toxaphene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2,4,6-Trichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2,4-Dichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2,4-Dimethylphenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2,4-Dinitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2-Chlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2-Methyl-4,6-
dinitrophenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

4-Chloro-3-
methylphenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

4-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Pentachlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Phenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Antimony, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Arsenic, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Beryllium, total 
recoverable (as Be) 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Cadmium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Chromium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Copper, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Lead, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Mercury, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Nickel, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

 

Selenium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Silver total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Thallium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Zinc, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S01 Annual COMPOS 

2,3,7,8-
Tetrachlorodibenzo-p-
dioxin 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 

Asbestos 
Daily 
Maximum 

M&R Fibers 
per Milliliter 
(Fib/mL) 

Effluent 
Gross 

S01 Annual COMPOS 

Cyanide, total (as CN) 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S01 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Monthly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Flow rate[1]
 

Daily 
Maximum 

<= 150 
Gallons 
per Minute 
(gal/min) 

Effluent 
Gross 

S02 
Daily When 
Discharging 

ESTIMA 

Flow, total [1]
 

Monthly 
Total 

M&R 
Million 
Gallons 
(Mgal) 

Effluent 
Gross 

S02 
Daily When 
Discharging 

CALCTD 

Notes (Discharge Limitations Table): 

   
1. Monitor & report the maximum daily discharge rate during a calendar month (from all vaults of this type within a particular region), total volume

discharged from all regional-specific vaults during a calendar month, and the number of regional-specific discharge events for a calendar month, if
discharge occurs. Report the results on monthly DMR forms and submit the 3 reports quarterly. If no discharge occurs during a calendar month,

note "No Discharge" on DMR form. 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Quarterly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Oil & grease 

Quarterly 
Maximum
[1]

 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Quarterly DISCRT 

Oil & grease 

Quarterly 

Average[1]
 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Quarterly DISCRT 

Notes (Discharge Limitations Table): 

   
1. Sample and analyze, for oil and grease, a minimum of three oil-filled equipment containing vaults per quarter. Report the maximum value of the

three vaults, regardless of the date the vaults were sampled, and report the average of the three vaults sampled and analyzed. 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

trans-1,2-
Dichloroethylene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,3-Dichloropropene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

2-Chloroethyl vinyl 
ether, (mixed) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Acrolein 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Acrylonitrile 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Benzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Bromoform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Carbon tetrachloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Chlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Chloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Chloroform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Dibromochloromethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Dichlorobromomethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Ethylbenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Methyl bromide 
(Bromomethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Methyl chloride 
(Chloromethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Methylene chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Tetrachloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Toluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Trichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

Vinyl chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

4,4-DDD 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

4,4-DDE 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

4,4-DDT 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Aldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

.alpha.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

.alpha.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

.beta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

.beta.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Chlordane (tech mix. 
and metabolites) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

.delta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Dieldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Endosulfan sulfate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Endrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Endrin aldehyde 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

.gamma.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Heptachlor 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Heptachlor epoxide 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

PCB-1016 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

PCB-1221 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

PCB-1232 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

PCB-1242 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

PCB-1248 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

PCB-1254 
Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

PCB-1260 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Toxaphene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2,4,6-Trichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2,4-Dichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

M&R 

2,4-Dimethylphenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2,4-Dinitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2-Chlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2-Methyl-4,6-
dinitrophenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

4-Chloro-3-
methylphenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

4-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Pentachlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Phenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Antimony, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Arsenic, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Beryllium, total 
recoverable (as Be) 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Cadmium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Chromium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Copper, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Lead, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Mercury, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Nickel, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

1,2,4-Trichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

1,2-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,2-Diphenylhydrazine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

1,3-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,4-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

2,4-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2,6-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2-Chloronaphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

3,3-Dichlorobenzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

4-Bromophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

4-Chlorophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Acenaphthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Acenaphthylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Benzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Benzo(a)anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Benzo(a)pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Benzo(b)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Benzo(ghi)perylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Benzo(k)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Bis(2-chloroethoxy)
methane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Bis(2-chloroethyl) ether 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Bis(2-chloroisopropyl) 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Bis(2-ethylhexyl) 
phthalate 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Butyl benzyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Chrysene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Dibenzo(a,h)
anthracene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Diethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Dimethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Di-n-butyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Di-n-octyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Fluoranthene 
Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Fluorene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Hexachlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Hexachlorobutadiene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Hexachlorocyclopentad
iene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Hexachloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Indeno(1,2,3-cd)
pyrene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Isophorone 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Naphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Nitrobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

N-
Nitrosodimethylamine 
(NDMA) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

N-Nitrosodi-N-
propylamine 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

N-
Nitrosodiphenylamine 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Phenanthrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

1,1,1-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,1,2,2-
Tetrachloroethane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,1,2-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,1-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,1-Dichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,2-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 

1,2-Dichloropropane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual DISCRT 
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Discharge Limitations Table for Sample Location S02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

 

Selenium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Silver total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Thallium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Zinc, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

S02 Annual COMPOS 

2,3,7,8-
Tetrachlorodibenzo-p-
dioxin 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 

Asbestos 
Daily 
Maximum 

M&R Fibers 
per Milliliter 
(Fib/mL) 

Effluent 
Gross 

S02 Annual COMPOS 

Cyanide, total (as CN) 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

S02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Monthly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Flow rate[1]
 

Daily 
Maximum 

<= 150 
Gallons 
per Minute 
(gal/min) 

Effluent 
Gross 

W01 
Daily When 
Discharging 

ESTIMA 

Flow, total [1]
 

Monthly 
Total 

M&R 
Million 
Gallons 
(Mgal) 

Effluent 
Gross 

W01 
Daily When 
Discharging 

CALCTD 

Notes (Discharge Limitations Table): 

   
1. Monitor & report the maximum daily discharge rate during a calendar month (from all vaults of this type within a particular region), total volume

discharged from all regional-specific vaults during a calendar month, and the number of regional-specific discharge events for a calendar month, if
discharge occurs. Report the results on monthly DMR forms and submit the 3 reports quarterly. If no discharge occurs during a calendar month,

note "No Discharge" on DMR form. 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,2,4-Trichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

1,2-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,2-Diphenylhydrazine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

1,3-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,4-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

2,4-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2,6-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2-Chloronaphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

3,3-Dichlorobenzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

4-Bromophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

4-Chlorophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

FACT SHEET
NV0024201

                                             901 S. Stewart Street, Suite 4001 • Carson City, Nevada 897015249 • p: 775.687.4670 • f: 775.687.5856 • ndep.nv.gov Page  45 / 72



Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Acenaphthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Acenaphthylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Benzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Benzo(a)anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Benzo(a)pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Benzo(b)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Benzo(ghi)perylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Benzo(k)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Bis(2-chloroethoxy)
methane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Bis(2-chloroethyl) ether 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Bis(2-chloroisopropyl) 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Bis(2-ethylhexyl) 
phthalate 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Butyl benzyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Chrysene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Dibenzo(a,h)
anthracene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Diethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Dimethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Di-n-butyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Di-n-octyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Fluorene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

W01 Annual COMPOS 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Hexachlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Hexachlorobutadiene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Hexachlorocyclopentad
iene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Hexachloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Indeno(1,2,3-cd)
pyrene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Isophorone 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Naphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Nitrobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

N-
Nitrosodimethylamine 
(NDMA) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

N-Nitrosodi-N-
propylamine 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

N-
Nitrosodiphenylamine 

Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Phenanthrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

1,1,1-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,1,2,2-
Tetrachloroethane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,1,2-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,1-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,1-Dichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,2-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

1,2-Dichloropropane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

trans-1,2-
Dichloroethylene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,3-Dichloropropene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

2-Chloroethyl vinyl 
ether, (mixed) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Acrolein 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Acrylonitrile 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Benzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Bromoform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Carbon tetrachloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Chlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Chloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Chloroform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Dibromochloromethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Dichlorobromomethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Ethylbenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Methyl bromide 
(Bromomethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Methyl chloride 
(Chloromethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Methylene chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Tetrachloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Toluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Trichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

Vinyl chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual DISCRT 

4,4-DDD 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

4,4-DDE 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

4,4-DDT 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Aldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

.alpha.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

.alpha.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

.beta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

.beta.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Chlordane (tech mix. 
and metabolites) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

.delta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Dieldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Endosulfan sulfate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Endrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

W01 Annual COMPOS 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Endrin aldehyde 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

.gamma.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Heptachlor 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Heptachlor epoxide 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

PCB-1016 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

PCB-1221 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

PCB-1232 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

PCB-1242 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

PCB-1248 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

PCB-1254 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

PCB-1260 
Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Toxaphene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2,4,6-Trichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2,4-Dichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2,4-Dimethylphenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2,4-Dinitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2-Chlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2-Methyl-4,6-
dinitrophenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

4-Chloro-3-
methylphenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

4-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Pentachlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Phenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Antimony, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Arsenic, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Beryllium, total 
recoverable (as Be) 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Cadmium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Chromium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Copper, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Lead, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Mercury, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Nickel, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 
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Discharge Limitations Table for Sample Location W01 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

 

Selenium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Silver total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Thallium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Zinc, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W01 Annual COMPOS 

2,3,7,8-
Tetrachlorodibenzo-p-
dioxin 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 

Asbestos 
Daily 
Maximum 

M&R Fibers 
per Milliliter 
(Fib/mL) 

Effluent 
Gross 

W01 Annual COMPOS 

Cyanide, total (as CN) 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W01 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Monthly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Flow rate[1]
 

Daily 
Maximum 

<= 150 
Gallons 
per Minute 
(gal/min) 

Effluent 
Gross 

W02 
Daily When 
Discharging 

ESTIMA 

Flow, total [1]
 

Monthly 
Total 

M&R 
Million 
Gallons 
(Mgal) 

Effluent 
Gross 

W02 
Daily When 
Discharging 

CALCTD 

Notes (Discharge Limitations Table): 

   
1. Monitor & report the maximum daily discharge rate during a calendar month (from all vaults of this type within a particular region), total volume

discharged from all regional-specific vaults during a calendar month, and the number of regional-specific discharge events for a calendar month, if
discharge occurs. Report the results on monthly DMR forms and submit the 3 reports quarterly. If no discharge occurs during a calendar month,

note "No Discharge" on DMR form. 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Quarterly
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
M o n i t o r i n g  
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Oil & grease 

Quarterly 
Maximum
[1]

 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Quarterly DISCRT 

Oil & grease 

Quarterly 

Average[1]
 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Quarterly DISCRT 

Notes (Discharge Limitations Table): 

   
1. Sample and analyze, for oil and grease, a minimum of three oil-filled equipment containing vaults per quarter. Report the maximum value of the

three vaults, regardless of the date the vaults were sampled, and report the average of the three vaults sampled and analyzed. 

FACT SHEET
NV0024201

                                             901 S. Stewart Street, Suite 4001 • Carson City, Nevada 897015249 • p: 775.687.4670 • f: 775.687.5856 • ndep.nv.gov Page  58 / 72



Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,3-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,4-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

2,4-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2,6-Dinitrotoluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2-Chloronaphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

3,3-Dichlorobenzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

4-Bromophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

4-Chlorophenyl phenyl 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Acenaphthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Acenaphthylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Benzidine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Benzo(a)anthracene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Benzo(a)pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Benzo(b)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Benzo(ghi)perylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Benzo(k)fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Bis(2-chloroethoxy)
methane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Bis(2-chloroethyl) ether 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Bis(2-chloroisopropyl) 
ether 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Bis(2-ethylhexyl) 
phthalate 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Butyl benzyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Chrysene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Dibenzo(a,h)
anthracene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Diethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Dimethyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Di-n-butyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Di-n-octyl phthalate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Fluoranthene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Fluorene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Hexachlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Hexachlorobutadiene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Hexachlorocyclopentad
iene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

W02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Hexachloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Indeno(1,2,3-cd)
pyrene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Isophorone 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Naphthalene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Nitrobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

N-
Nitrosodimethylamine 
(NDMA) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

N-Nitrosodi-N-
propylamine 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

N-
Nitrosodiphenylamine 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Phenanthrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Pyrene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

1,1,1-Trichloroethane 
Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,1,2,2-
Tetrachloroethane 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,1,2-Trichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,1-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,1-Dichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,2-Dichloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,2-Dichloropropane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

trans-1,2-
Dichloroethylene 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,3-Dichloropropene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

2-Chloroethyl vinyl 
ether, (mixed) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Acrolein 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Acrylonitrile 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Benzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Bromoform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Carbon tetrachloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Chlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Chloroethane 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Chloroform 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Dibromochloromethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Dichlorobromomethane
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Ethylbenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Methyl bromide 
(Bromomethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Methyl chloride 
(Chloromethane) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Methylene chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Tetrachloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Toluene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Trichloroethylene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

Vinyl chloride 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

4,4-DDD 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

4,4-DDE 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

4,4-DDT 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Aldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

.alpha.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

.alpha.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

.beta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

.beta.-Endosulfan 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Chlordane (tech mix. 
and metabolites) 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

.delta.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Dieldrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Endosulfan sulfate 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Endrin 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Endrin aldehyde 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

.gamma.-BHC 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Heptachlor 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 

Effluent 
Gross 

W02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

(ug/L) 

Heptachlor epoxide 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

PCB-1016 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

PCB-1221 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

PCB-1232 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

PCB-1242 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

PCB-1248 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

PCB-1254 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

PCB-1260 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Toxaphene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2,4,6-Trichlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

M&R 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

2,4-Dichlorophenol 
Daily 
Maximum 

Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2,4-Dimethylphenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2,4-Dinitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2-Chlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2-Methyl-4,6-
dinitrophenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

4-Chloro-3-
methylphenol 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

4-Nitrophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Pentachlorophenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Phenol 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Antimony, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Arsenic, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Beryllium, total 
recoverable (as Be) 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Cadmium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Chromium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Copper, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Lead, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Mercury, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Nickel, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Selenium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Silver total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Thallium, total 
recoverable 

Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 
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Discharge Limitations Table for Sample Location W02 (External Outfall) To Be Reported Annually
  

  Discharge Limitations Monitoring Requirements

Parameter Base Quantity Concentration
Monitoring 
Loc

Sample 
Loc

Measurement 
Frequency

S a m p l e  
Type

Zinc, total recoverable 
Daily 
Maximum 

M&R 
Milligrams 
per Liter 
(mg/L) 

Effluent 
Gross 

W02 Annual COMPOS 

2,3,7,8-
Tetrachlorodibenzo-p-
dioxin 

Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

Asbestos 
Daily 
Maximum 

M&R Fibers 
per Milliliter 
(Fib/mL) 

Effluent 
Gross 

W02 Annual COMPOS 

Cyanide, total (as CN) 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

1,2,4-Trichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

M&R 

 

 

 

1,2-Dichlorobenzene 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual DISCRT 

1,2-Diphenylhydrazine 
Daily 
Maximum 

M&R 
Micrograms 
per Liter 
(ug/L) 

Effluent 
Gross 

W02 Annual COMPOS 

   
  

  

Special Conditions: 

SA – Special Approvals / Conditions Table 

There are no Special Approval / Condition items 

  

Flow: 
Discharge rate from a single vault dewatering event will be limited to 150 gpm.  Total maximum daily discharge from all vault dewatering activities will be
limited to 0.200 MGD.
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Corrective Action Sites: 
There are numerous corrective action sites within the statewide vault maintenance and discharge areas.  Due to the infrequent, short duration, and low
discharge rates no impacts to the remediation sites is anticipated.

  

Schedule of Compliance:  
 

 

SOC – Schedule of Compliance Table 

Item 
#

Description Due Date

1 

Submit 2 copies of an O&M Manual for review and approval. The O&M Manual shall include 
sections on discharge monitoring and reporting protocols, sampling and analysis protocols 
and BMPs at the discharge locations. 

4/25/2013

  

Deliverable Schedule:  
 

 

DLV– Deliverable Schedule for Reports, Plans, and Other Submittals 

Item # Description Interval First Scheduled Due Date

1 Quarterly reports[1]
 Quarterly 4/28/2013 

2 Annual reports[2]
 Annually 1/28/2014 

Notes (Deliverable Schedule for Reports, Plans, and Other Submittals): 

   
1. A quarterly report includes individual DMRs (monthly and/or quarterly) for each region and for each type of vault, and the statewide summation 

quarterly DMR, for a total of 7 DMR submittals each quarter. 
2. Annual reports include priority pollutant scans for each type of vault, per region: 2 annual DMRs for West Region, 1 annual DMR for East Region, 

and 2 annual DMRs for the South Region, for a total of 5 annual DMR reports. 

  

Procedures for Public Comment: 

The Notice of the Division's intent to reissue a permit authorizing the facility to discharge to surface waters
of the State of Nevada subject to the conditions contained within the permit, is being sent to the Elko Daily
Free Press, Las Vegas Review Journal, Reno Gazette Journal for publication. The notice is being
mailed to interested persons on our mailing list. Anyone wishing to comment on the proposed permit can do
so in writing until 5:00 P.M. 1/21/2013 , a period of 30 days following the date of the public notice. The
comment period can be extended at the discretion of the Administrator. 
  

A public hearing on the proposed determination can be requested by the applicant, any affected State, any
affected interstate agency, the Regional Administrator of EPA Region IX or any interested agency, person
or group of persons. The request must be filed within the comment period and must indicate the interest of
the person filing the request and the reasons why a hearing is warranted. Any public hearing determined by
the Administrator to be held must be conducted in the geographical area of the proposed discharge or any
other area the Administrator determined to be appropriate. All public hearings must be conducted to
accordance with NAC 445A.238. 
  

The final determination of the Administrator may be appealed to the State Environmental Commission
pursuant to NRS 445A.650. 
  

Proposed Determination: 

The Division has made the tentative determination to issue / re-issue the proposed 5-year permit. 
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Prepared by:  Jeryl Gardner 

Date:                  12/5/2012 

Title:                   P.E. 
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